


OHA - Drinking Water Program - Surface Water Quality Data Form WIP -: A
f}::::: Netarts Water District ID#: 41 00556 Month/Year: Jan-21 g;?al;;:;i:gl 0.5
Ao Tl
Date Time ReUSESerJTL:O)TJsf Confc?;:)t Time| , ualctT TS oH Required CT | 1 met2 3 D’;i:;:;’;xv
[ppm or mg/L] | [minutes] CXT [°C] formula | Yes/No [GPM]
| 8:30 1.11 140 1565.4 13.9 7.57 18.3 Yes 228
2 8:30 1.14 140 159.6 12.9 7.54 19.4 Yes 326
3 8:30 1.21 140 169.4 13.3 7.53 19.0 Yes 427
4 8:30 1.21 140 169.4 13.9 7.49 18.0 Yes 234
5 8:30 1.23 140 172.2 131 7.52 19.2 Yes 289
6 8:30 1.12 140 156.8 13.2 7.51 18.8 Yes 310
7 8:30 1.02 140 142.8 13.3 7.52 18.5 Yes 315
8 8:30 11 140 154.0 14.8 7.45 16.5 Yes 302
9 8:30 0.95 140 133.0 16.3 7.57 16.4 Yes 243
10 8:30 1.06 140 148.4 18.1 7.45 13.2 Yes 210
1 8:30 1.09 140 152.6 13.1 751 18.9 Yes 343
12 8:30 1.04 140 145.6 13.2 7.59 19.2 Yes 271
13 8:30 1.13 140 168.2 13.3 7.57 19.1 Yes 309
14 8:30 1.34 140 187.6 13.3 7.55 19.4 Yes 306
15 8:30 0.99 140 138.6 13.3 7.53 18.5 Yes 304
16 8:30 0.93 140 130.2 13.4 7.65 19.1 Yes 311
17 8:30 0.92 140 128.8 13.3 . 7.53 18.4 Yes 288
18 8:30 1.03 140 144.2 13.6 7.65 19.1 Yes 318
19 8:30 1 140 140.0 13.6 T2 19.5 Yes 226
20 8:30 0.69 140 96.6 13.6 7.71 18.8 Yes 290
21 8:30 0.99 140 138.6 13.5 7.72 19.6 Yes 258
22 8:30 0.98 140 137.2 136 7.63 18.8 Yes 261
23 8:30 0.9 140 126.0 13.3 7.58 18.7 Yes 257
24 8:30 0.96 140 134.4 13.4 7.60 18.8 Yes 261
25 8:30 1.09 140 162.6 13.4 7.56 18.8 Yes 271
26 8:30 1.03 140 144.2 13.4 7.57 18.8 Yes 223
27 8:30 0.94 140 131.6 13.5 7.59 18.6 Yes 249
28 8:30 1.05 140 147.0 13.3 7.58 19.0 Yes 295
29 8:30 0.96 140 134.4 13.1 7.74 20.2 Yes 335
30 8:30 0.98 140 137.2 131 7.98 221 Yes 234
31 8:30 1.03 140 144 .2 13.0 7.62 19.6 Yes 293

3 If Cl, at entry point < 0.2 mg/! or CT not met, DWP to be notified by end of next business day.
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